OHA - Drinking Water Services — Turbidity Monitoring Report Form County: DOHG-LAT

Cartridge or Bag Filtration

System Name: /)y ) 7/:/'5 /‘?IUE/Q G'OLF*KI//%URQT ID #41:?4/727 WTP-: Month/Year: "/20‘2,2_‘

Sfore . Daily Turbidity Highest Reading of:

DAY PSH?tefro PSI After Filter PSID %igg\éhlgiﬂéﬁ R[?ﬁ%r}g thFNng}]n
1 6o &EO 2 20 L0119 017
2 g2 P 3 20 09 0P
3 &1 60 Do 20 L1 0%
4 &2 £0 2 21> 017 (019
5 B2 EO 2 20 019 OLl7

6 el 50 2 WD i 019

7 &9 56O 2 2.0 07 19

8 82 £O /= 20 L7 017

9 52 L6 2— 2.0 LOLF 019
10 S L&D 2— 2-0 LO|7 019
11 82~ £O Z 20 (Ol 7 017
12 & Yo Z 20 Rolba LOL9
13 61 &0 12— 20 09 ,017
14 &l /) g 2-0 019 (019
15 62 £0 Do 2.0 0/9 019
16 £2 60 2 2.0 .09 Y
17 L2 50 2 20 019 019
18 y 60 2. 2-0 L0i9 Y
19 &2 60 > 2.0 L019 019
20 E2- ( 2 2D L01% , 019
21 L2 £O - 20 L019 Vi
22 AL L6 2 2-0 09 L0197
23 rn 50 y 20 LO18 ,017
24 A2 &D = 2.0 w019 ,019
25 {2 60 2 2-0 019 019
26 | L2 = 7 2. 019 L0l
27 El= &9 2 2.0 019 eyl
28 & 2= 60 2. 20 017 LOL9
29 < 2 6O 2 20 LOLY 0L
30 82 L0 D 20 +0)7 NeYyi
31

Cartridge Filtration
95% of daily turbidity readings < 1 NTU? @lo
All daily turbidity readings <5 NTU? es/No
Notes: PSI = pounds per square inch
PSID = pounds per square inch difference
(before filter — after filter)
PSID When to Change Filter = Manufacturer’s
recommendation; may need to look in manual for

manufacturer’s specifications when to change
the filter, at what PSID.

Monthly Summary (Answer Yes or No)

All Cl, residua point 2 0.2 mg/l?
Yes /I No

SrBvE St
sIGMATURF_,,‘%:&_s DATE: 11/7/21)12.

PHONE #: (54 ] )£ 7?‘350§~—CERT #: %

CT's met everyday? (see

es /No

PRINTED NAME:

T Including continuous turbidity data, if applicable, for optimization recording purposes. Compliance values in "Daily Turbidity

Reading" Column may not correspond to continuous readings’ maximum.
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OHA - Drinking Water Program — Surface Water Quality Data Form
System Name: ), 77, TNE RHJEQ Golfr /?ykfd)ﬁm #41: 77;’4/ WTP-:  Month/Year: ;/ 2022

[ppm or mg/L] | [minutes] CXT [°C] Use tables Yes / No [GPM]
1192 ,6 58 24.8 | ;& |25 | 2.1 Yes 30
219 L 58 | 3B | |8 | 2.5 2] | Y5 36
3/ & S8 | 342 | B 175 2] Yes5 30
419 6 sP | 348 | 18 | 257 2] Y5 | 30
5/9a| .6 5B 348 /‘% 25 2/ 9e5 30
6/9a] .6 e | 348 | jB 2.5 ) yes | 30
XN A s8 | 3v8 | 17| 257 29 Ye5 20
8/9) ¢ 58 | 3ys | R|Z| 2] 25 | 30
9/ | .6 5 | 348 8|25 | 2] Yes 30
10/% o s | 3yg | (B2 | 2.1 Yes 30
119 b x® | 3498 1725 '2-? Y/ 20
1211 ¢ 88 | 348 |71 25 | 29 Yes 30
1319 4 58 | 348 | 7125 | 29 /es | 30
14/ 6 58 13498 | (B|25 | 2] Yes 30
15/1%) & 58 | 3uB8 | 7125 | 29 yes 30
16/% . ¢& s | 348 | 7125 | 29 Yfes | 30
17194 L 58 | 398 | 7125 | 724 Yes 30
18/% [, 58 |3y | )7 1251 29 | 4w | 30
1979 & S8 | 398 | J7 125 29 fer | 3O
2095 b s8 | 348 17125 29 Yes | 30
21/9 & 58 | 38| )7 | S| 2 Yes | 30
20 6 | 58 | 348 | J7 25| 29 | 4 | a0
2/1% .6 58 | 348 | |/ |25 | 2 Yo | 30
2419 .6 s8 | 398 )/ 1725 | 29 5 | 30
251 58 | 34.% | /7 |2 3: 29 Jes 30
26194 .6 5% v | J7125 | 29 755 70
27 194 A S8 | 342 )7 |2.7| 29 bys 20
2819 & SR | 348 7125 =2 Yzs 30
2919 . S8 | 348 17 | 25 29 Yes | 30
0/94 .6 58 | 348 | |7 | 25| 29 Yoz 30
31/
% If Clyat entry point < 0.2 mg/l, OR CT not met, notify DWS within 24 hours. Revised October 2013

Download form at: public.health.oregon. qov/HealthvEnvuonments/Dnnkquater/MomtonnqlDocuments/turb -cartridge.pdf
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